
4" SQUARE DEVICE BOX

DEVICE TRIM PLATE

BRANCH CIRCUIT 
CONDUIT

DUPLEX RECEPTACLE

QUAD RECEPTACLE

NOTE:
ALL EXPOSED J- BOXES , NOT INCLUDING ELECTRICAL OR
MECHANICAL ROOMS, SHALL BE MARKED ON THE INSIDE COVER. ALL OTHERS SHALL BE MARKED
ON THE OUTSIDE

2CL1-
1,3,5 J- BOX  CIRCUIT CONTENTS

MARKED WITH INDELIBLE INK

NOTES:

ENGRAVED LABEL. ALL
LETTERING SHALL BE WHITE.

REGARDLESS OF WHERE THE RECEPTACLE IS LOCATED, ALL 
CIRCUITS SHALL BE LABELED IN THIS MANNER.

DETAILS SHOWN IS FOR QUADRUPLEX RECEPTACLE OUTLETS. 
SIMILAR FOR DUPLEX RECEPTACLE OUTLETS

1.

2.

PANEL NAME &
CIRCUIT NUMBER

PROVIDE LABELS FOR ALL NEW AND EXISTING RECEPTACLES.3.

30x42

BU
IL

D
IN

G
 2

04

E-501

RE
N

O
V

A
TE

 A
UD

IO
LO

G
Y


